
12mm gap (unless flashed)

M10 x 50 x 3mm EPDM washer 
located between the blocking and 
the plastic packer

Timber framed wall

M10 coach screw connecting 
perimeter beam to every stud

H3.2 Timber blocking at every stud 200 x 50 x 12mm plastic packers to be 
installed between perimeter beam and wall 
face at every bolt. Packer only required if 
no flashing is installed

Continuous internal gutter

Louvre perimeter beam

Building wrap

12

Brick veneer (indicative only)

50
15

0

70

70mm min. embedment

Waterproofing by others

Ensure screws installed central in stud

Driveboxes not shown for clarity

NOTE: Blocking to be installed from 
above - if not possible contact Engineer 

for alternative connection option
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